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NOTES:

1. PRECAST UNITS SHALL BE DESIGNED BY A PROFESSIONAL ENGINEER
PRACTICING IN THE COMMONWEALTH OF VIRGINIA.

. PROVIDE CONCRETE WITH A MINIMUM F’'C= 5000psi @ 28 DAYS

. VAULTS SHALL BE DESIGNED FOR H20 LOADING + 1'—0" EARTH COVER +
35" IMPACT

. "L” SHALL BE 6" FOR 12" PIPE AND SMALLER AND 8' FOR LARGER PIPE.

. "W” SHALL BE A MINIMUM OF 2’ FROM OUTSIDE DIAMETER OF VALVE OR
OPERATING NUT TO VAULT WALL.

. ACCESS DOOR SHALL BE SIZED TO ALLOW EASY ACCESS TO THE GATE
VALVE OPERATING NUT. CONFIGURATION OF THE VALVE AND LOCATION OF
THE VARY DEPENDING ON SIZE AND ORIENATION OF THE GATE VALVE.
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